Newton County Fire Prevention Bureau
4136 GA Hwy 278
Covington, GA 30014
678-625-5015

SECTION D103
MINIMUM SPECIFICATIONS

D103.1 Access road width with a hydrant. Where a fire
hydrant 1s located on a fire apparatus access road, the mini-

mum road width shall be 26 feet (7925 mm), exclusive of
shoulders (see Figure D103.1).

D103.4 Dead ends. Dead-end fire apparatus access roads in
excess of 150 feet (45 720 mm) shall be provided with width
and turnaround provisions in accordance with Table D103.4.
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